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Storm Drain Inspection - First Quarter
P.0. No.: T & M-23465-C

INVESTIGATION  As Requested by the CRWQCB for NPDES Permit
Numbers CA0001406 and CA0001414

RESULTS

A representative of Truesdail Laboratories, Inc. tested the storm
drain discharge on February 21, 1989 at the Douglas, Torrance
facility and Long Beach facility (003). The discharge was tested
for flow rate, pH, and temperature. A grab sample was returned to
the laboratory and analyzed according to the American Public
Health Association's "Standard Methods," 16th Edition.

The results are as follows:

Sample 1.D. Date Time Flow-gpd Temp pH, Units
L?ng ?each 3/21/89 2:45 73,180 64 8.8
003
Torrance 3/21/89 12:15 No Flow - ———
Milligrams/Liter
LONG BEACH 003% TORRANCE
BOD (405.1) 56 ——
Settleable Solids (160.5) ' <0.1 —_—
Total suspended solids (160.2) 13 ———
0il and grease (415.1) 4 _—

Respectfully submitted,
TRUESDAIL LABORATORIES, INC.

== =

Louis Perex::éﬁ%ervisor
Industrial Waste

This report applies only to the sample, or samples, investigated and is not necessaril
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